EXISTING STANDARD MANHOLE

POUR CONCRETE COLLAR 6"
AROUND PIPE PENETRATION
ON ALL LATERALS.

MAKE SMOOTH
GROUT FINISH
AROUND PIPE —5
END AND
INTERIOR WALL

NEW LATERAL

45" WYE CONNECTION

LONG RADIUS 1/8 (457) BEND

_>—SHELF FLOOR

NOTE: NEW LATERAL MUST ENTER MANHOLE AT OR
ABOVE THE SHELF FLOOR OF THE EXISTING

72" MANHOLE.
ELEVATION VIEW
NO SCALE
SR EY. M, LEE LATERAL CONNECTION TO
creckepev 5 THACH | EXISTING MANHOLE GREATER | §§-4
APPROVEDBY:  T. SUPAN THAN 18" ABOVE SHELF FLOOR
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